LOW PRESSURE
AIR TESTING OF

GRAVITY SEWERS
(TIME — PRESSURE DROP METHOD)

GRAPH GIVES MINIMUM ACCEPTABLE
TIME FOR A .5 PSIG PRESSURE DROP
FROM 3.5 PSI TO 3.0 PSI PLUS
ALLOWANCE FOR WATERTABLE WHERE
APPLICABLE.

FOR ALL PIPE LENGTHS TO THE RIGHT
OF THE CRITICAL LINE THE MINIMUM
ACCEPTABLE IS CONSTANT AS SHOWN.

FOR ALL PIPE LENGTHS TO THE LEFT
OF THE CRITICAL LINE THE MINIMUM

ACCEPTABLE TIME IS READ DIRECTLY

FROM THE GRAPH.

IF MEASURED TIME IS LESS THAN
REQUIRED MINIMUM THE TEST IS NOT

ACCEPTABLE.

MIDWAY SEWER DISTRICT
STANDARD PLANS

LOW PRESSURE AIR TESTING
OF GRAVITY SEWERS

PLAN NO.
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