
MIDWAY SEWER DISTRICT

STANDARD PLANS

PLAN NO.
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NOTE:

IN "TOP OF SYSTEM" MANHOLES WITH A 6 INCH LATERAL,

PROVIDE CHANNELING TO THE UPSTREAM END OF

MANHOLE. CHANNEL WIDTH SHALL BE EQUAL TO THE

DOWNSTREAM SEWER MAIN DIAMETER.
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BOLT HOLES PLACED

3 PLACES EQUALLY

SPACED 120 DEGREES

APART. CENTER ONE

BOLT OVER LADDER.

3 BOLT HOLES

SEE PLAN ABOVE
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INTERSECTION OF
SEWERS AT MANHOLE 4a


